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Location of LWCO on water boilers
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         Recommended Location for Secondary LWCO  
























Locate Probe type secondary LWCO in the equalizer piping, at the same height as the top of the lowest sight glass tapping located on the front of the boiler





Equalizer





NOTE: Refer to boilers Installation and Operating manual for details regarding Near Boiler Piping.





















































































































































































































































Low Water Cut Off


- Follow LWCO manufacturer instructions regarding location and wiring of LWCO








System Supply





Hot Water Boiler





System Return











